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Issued for Addendum E-03 
 

ADDENDA 
00 91 13 E-03 

 
 The information listed below is to form part of the Contract Documents. All associated costs are to 

be included in Tender Price shown on Tender Form. Acknowledgment of this Addendum, by 
number, to be shown in space provided on Tender Form. 

 

1 DRAWINGS 

1.1 Refer to Drawing E300 – Ground Floor Plan – Power & Systems (issued within) 
.1 Added two 120V GFI circuits to be used for heat tracing. Power is by division 26, heat tracing cables, 

controller etc are by division 20. 

1.2 Refer to Drawing E501 – Electrical Panel & Relay Schedules (issued within) 

.1 Revised panel schedule to support circuits for heat tracing. 

 
 

END OF ADDENDUM 
 

END OF SECTION 
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GENERAL NOTES
1 AREAS WHERE RECEPTACLES ARE BOTH ABOVE COUNTER HEIGHT AND

STANDARD HEIGHT, RECEPTACLES ARE TOE BE VERTICALLY CENTRED WITH
EACH OTHER.

2 CONTRACTOR TO ENSURE WALLS THAT CONTAIN RECEPTALCES, NOT
GANGED TOGETHER, AT THE SAME HEIGHT, ARE INSTALLED AT THE SAME
HEIGHT TO PROVIDE A UNIFORM LOOK. REFER TO SPECIFICATIONS FOR
MOUNTING HEIGHTS.

3 TV OUTLETS MOUNTING HEIGHTS ARE TO BE COORDIANTED WITH TV
MOUNTING HIEGHTS AND AV CONSULTANT PRIOR TO ROUGHIN.

4 ALL POWER REQUIREMENTS FOR EQUIPMENT WITHIN THE DENTAL AREA ARE
TO BE RE-CONFIRMED WITH ACTUAL EQUIPMNET PRIOR TO ANY ROUGHIN,
ANY REVISION TO THE POWER DEVICES RESULTING FROM FAILURE TO DO SO
WILL BE THE RESPONSIBILITY OF THE CONTRACTOR.

DRAWING NOTES
1 ROOM IS CONSIDERED A BASIC CARE ROOM AND REQUIRES ALL DEVICES TO

BE HOSPITAL GRADE. REFER TO SPECIFICATIONS FOR MORE DETAILS ON
DEVICES AND WIRING REQUIREMENTS. CONTRACTOR TO CARRY FOR #10
WIRING IN TENDER PRICE AND TO BE CONFIRMED VIA HOSPITAL RECEPTACLE
TEST REPORT.

2 ROOM IS CONSIDERED AN INTERMEDIATE CARE ROOM AND REQUIRES ALL
DEVICES TO BE HOSPITAL GRADE. REFER TO SPECIFICATIONS FOR MORE
DETAILS ON DEVICES AND WIRING REQUIREMENTS. CONTRACTOR TO CARRY
FOR #10 WIRING IN TENDER PRICE AND TO BE CONFIRMED VIA HOSPITAL
RECEPTACLE TEST REPORT.

3 TELECOMMUNICATION GROUND BAR: CONNECT TELECOMMUNICATION
GROUND BAR TO MAIN ELECTRICAL GROUND SYSTEM IN THE MAIN INCOMING
ELECTRICAL ROOM VIA #2/0 AWG INSULATED GREEN COPPER CONDUCTOR
(IN 3/4" PVC CONDUIT. CONNECTION TO BE MADE WITH COPPER
COMPRESSION, TWO-HOLE LONG BARREL LUGS. TELECOMMUNICATION
GROUND BAR TO BE 24"X4"X1/4", NO. OF MOUNTING POSITIONS 28 (PANDUIT -
GB4B1028TPI-1)

4 CONNECT ALL RACKS AND CABLE TRAYS TO TELECOMMUNICATION GROUND
BAR WITH A #6 INSULATED GREEN COPPER CONDUCTOR.

5 PROVIDE AND INSTALL 1-4FTX8FT FIRE RATED PLYWOOD BACKBOARD.

6 AUTOCLAVE.

7 CENTRIFUGE.

8 INCUBATOR.

9 ULTRASONIC CLEANER.

10 PHARMACEUTICAL REFRIGERATOR.

11 RECEPTACLE TO BE CONTROLLED BY PLUG LOAD CONTROLLER.

12 PROVIDE 2-1"C FROM BELOW DESK TO BEHIND TV. TERMINATE IN FLOOR BOX
BELOW TABLE. TERMINATE IN STANDARD SINGLE GANG WALL BOX. REFER TO
COMMUNICATION DRAWINGS FOR FACEPLATE REQUIREMENTS AND MORE
DETAILS.

13 VACCINE REFRIGERATOR.

14 OVERHEAD DOOR CONTROL WIRING AND CONTROL BUTTONS ARE TO BE
RECESSED WITHIN THE WALL SPACE.

15 COORDINATE ELECTRICAL SERVICES TO DENTAL CHAIR PRIOR TO ROUGHING
IN SERVICES.

N

1 ISSUED FOR PRICING 2019/04/09

2 ISSUED TO THE IPC 2019/11/07

3 ISSUED FOR PERMIT 2019/11/25

4 RE-ISSUED STG. 4.1 PRICING 2020/09/04

5 ISSUED FOR STG. 4.1 2020/10/30

6 ISSUED FOR TENDER 2021/05/17

7 RE-ISSUED FOR BUILDING PERMIT 2021/06/04

8 ISSUED FOR ADDENDUM E-01 2021/06/09

9 ISSUED FOR ADDENDUM E-03 2021/07/05



7 - SPARE

8 - SPARE

3 - SPARE

4 - SPARE

5 FED FROM OD-1 120V - BUILDING WALL LIGHTS EXTERIOR

6 FED FROM OD-2 120V - CANOPY LIGHTS EXTERIOR

Relay Number Circuit No. VOLTAGE Zone No. Zone No. Description Room No.

1 FED FROM PP-A-1 347V - PARKING LOT POLE LIGHTING EXTERIOR

2 FED FROM PP-A-2 37V - ENTRANCE AND DROP OFF EXTERIOR

FOR 120V AND 347V CIRCUITS, PROVIDE BARRIER BETWEEN SOURCES.

Location:UNIT COMPLETE WITH INTERNAL CLOCK AND EXTERNAL PHOTOCELL

Relay Panel: LV-A ELECTRICAL ROOM - 017
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C-83 Space -- -- 0 0 -- -- Space C-84

C-81 Space -- -- 0 0 -- -- Space C-82

C-79 Space -- -- 0 0 -- -- Space C-80

C-77 Spare -- 20 A 0 0 -- -- Space C-78

C-75
DIR-GARBAGE ROOM RM015 AND WATER
ROOM RM016 - UNIT HEATER UH-1

2 15 A 384 0 20 A -- Spare C-76

C-73 DIR-VESTIBULE - UNIT HEATER UH-3 2 15 A 384 400 20 A 2 REC-ELECTRICAL ROOM017 - GENERAL C-74

0 33 20 A 2 REC-RECEPTION RM010 - SCANNERS C-72

C-69,71
REC-SOILED UTILITY RM129 - INSTUMENT
WASHER

1 15 A

2500 400 20 A 2 REC-SOILED UTILITY RM129 - GENERAL C-70

C-67 REC-CLEAN UTILITY RM127 - GENERAL 2 20 A 400 200 20 A 1 REC-CLEAN UTILITY RM127 - GENERAL C-68

C-65 REC-CLEAN UTILITY RM127 - AUTOCLAVE 1 20 A 1320 1100 20 A 1
REC-MEDICAL STORAGE RM125 - VACCINE
REFRIGERATOR

C-66

C-63
DIR-CORRIDOR RM020 - MECHANICAL USE
JUNCTION BOX

1 20 A 250 600 20 A 3
REC-MEDICAL STORAGE, CLEAN UTILITY & SOILED
UTILITY RM125, 127 & 129 - GENERAL

C-64

C-61 REC-EXAM RM123 - GENERAL/HOUSEKEEPING 2 20 A 400 400 20 A 2 REC-EXAM RM123 - PATIENT CARE AREA C-62

C-59
DIR-EXAM, MEDICAL STORAGE & SOILED
UTILITY RM114, 125 & 129 - HANDSFREE

3 20 A 360 400 20 A 2 REC-EXAM RM114 - GENERAL/HOUSEKEEPING C-60

C-57 REC-EXAM RM114 - PATIENT CARE AREA 4 20 A 800 400 20 A 2 REC-OUTSIDE - GENERAL C-58

C-55 REC-CORRIDOR RM020 - HOUSEKEEPING 3 20 A 600 400 20 A 2 REC-CONSULT RM112 - GENERAL C-56

C-53 REC-CONSULT RM112 - WATER COOLER 1 20 A 500 200 20 A 1 REC-JANITOR RM018 - GENERAL C-54

C-51 REC-TRAINING RM110 - FLOOR BOX 2 20 A 500 500 20 A 1 REC-TRAINING RM110 - COUNTER RECEPTACLE C-52

C-49
REC-TRAINING RM110 - COUNTER
RECEPTACLE

1 20 A 500 500 20 A 1 REC-TRAINING RM110 - REFRIGERATOR C-50

C-47 REC-TRAINING RM110 - GENERAL 4 20 A 800 500 20 A 1 REC-TRAINING RM110 - TELEVISION C-48

C-45 REC-CORRIDOR RM020 - HOUSEKEEPING 3 20 A 600 200 20 A 1 REC-TRAINING RM110 - TELECONFERENCE UNIT C-46

C-43
DIR-EXAM ROOM & WASHROOMS RM106, 119,
121 & 123 - HANDSFREE

6 20 A 720 500 20 A 1 REC-CORRIDOR RM020 - SCALE C-44

C-41 REC-LAB RM108 - PHARMACEUTICAL FRIDGE 1 20 A 310 200 20 A 1 REC-LAB RM108 - GENERAL C-42

C-39 REC-LAB RM108 - INCUBATOR 1 20 A 1000 750 20 A 1 REC-LAB RM108 - ULTRASONIC CLEANER C-40

C-37 REC-LAB RM108 - AUTOCLAVE 1 20 A 1400 1000 20 A 1 REC-LAB RM108 - CENTRIFUGE C-38

C-35 REC-EXAM RM106 - PATIENT CARE AREA 3 20 A 600 600 20 A 3
REC/DIR-EXAM RM106 -
GENERAL/PRINTER/HOUSEKEEPING/HANDS FREE

C-36

C-33
REC-OFFICE MACHINE ROOM RM 102 -
PRINTER

1 20 A 200 200 20 A 1 REC-OFFICE MACHINE ROOM RM 102 - PRINTER C-34

C-31 REC-RECEPTION RM010 - GENERAL 4 20 A 800 400 20 A 2
REC-RECEPTION & OFFICE MACHINE ROOM RM010 &
102 - GENERAL

C-32

C-29
DIR-CORRIDOR RM025 - MECHANICAL USE
JUNCTION BOX

1 20 A 250 1000 20 A 5 REC-RECEPTION RM010 - GENERAL C-30

C-27 REC-OFFICES RM113 & 115 - GENERAL 2 20 A 400 600 20 A 3 REC-CORRIDOR RM025 - HOUSEKEEPING C-28

C-25 REC-OFFICES RM113 & 115 - GENERAL 4 20 A 800 800 20 A 4 REC-OFFICE RM115 - GENERAL C-26

C-23 DIR-RECYCLE RM015 - EXHAUST FAN EF-2 1 15 A 100 0 20 A 1 DIR-ELECTRICAL ROOM RM017 - RELAY PANEL LV-A C-24

C-21 REC-OFFICES RM107, 109 & 111 - GENERAL 3 20 A 600 400 20 A 2
REC-RECYCLE & WATER METER ROOM RM015 & 016 -
GENERAL

C-22

C-19 REC-OFFICES RM109 & 111 - GENERAL 4 20 A 800 800 20 A 4 REC-OFFICES RM101, 103 & 105 - GENERAL C-20

C-17 REC-OFFICES RM101 & 103 - GENERAL 4 20 A 800 800 20 A 4 REC-OFFICES RM105 & 107 - GENERAL C-18

C-15 Spare -- 20 A 0 0 20 A -- Spare C-16

C-13 Spare -- 20 A 0 0 20 A -- Spare C-14

C-11 LTG-VARIOUS RM114 & 131 - GENERAL 8 20 A 280 0 20 A -- Spare C-12

C-9
LTG-VARIOUS RM010-B, 102, 106, 108, 119 & 121
- GENERAL

25 20 A 572 791 20 A 31
LTG-VARIOUS RM 018, 110, 112, 123, 125, 127 & 129 -
GENERAL

C-10

C-7
LTG-VARIOUS RM101, 103, 105, 107, 109 & 111 -
GENERAL

40 20 A 958 500 15 A 1
DIR-ELECTRICAL/METER RM017 - LIGHTING CONTROL
NETWORK MODULE

C-8

C-5 LTG-COORIDOR RM025 - GENERAL 22 20 A 274 666 20 A 47 LTG-COORIDOR RM020 - GENERAL C-6

C-3 DIR-EXIT SIGNS (LOCK ON BREAKER) 7 20 A 18 100 20 A 1
REC-SOILED UTILITY RM129 - BATTERY UNIT B-5 (LOCK
ON BREAKER)

C-4

C-1 DIR-EXIT SIGNS (LOCK ON BREAKER) 2 20 A 5 100 20 A 1
REC-ELECTRICAL/METERING RM017 - BATTERY UNIT B-1
(LOCK ON BREAKER)

C-2

Circuit Load Description # Brea... A B C A B C Brea... # Load Description Circuit

Mounting: FLUSH Mains: 225 A

Location: CORRIDOR 020 Voltage and System: 120/208V,3ø,4W Supply From:

RP-C

D-83 Space -- -- 0 0 -- -- Space D-84

D-81 Space -- -- 0 0 -- -- Space D-82

D-79 Space -- -- 0 0 -- -- Space D-80

D-77 Space -- -- 0 0 -- -- Space D-78

D-75 Space -- -- 0 0 -- -- Space D-76

D-73 Spare -- 20 A 0 0 20 A -- Spare D-74

D-71 Spare -- 20 A 0 0 20 A -- Spare D-72

D-69
DIR-MULIT-PURPOSE STORAGE 009 - MECH
USE FOR HEAT TRACING JB (GFI BREAKER)

1 20 A 250 250 20 A 1
DIR-GAIN PROGRAM COORD. 101 - MECH USE FOR
HEAT TRACING JB (GFI BREAKER)

D-70

D-67
DIR-VESTIBULE RM003 - AUTOMATIC DOOR
OPERATOR

2 20 A 1000 1000 20 A 2 DIR-VESTIBULE RM003 - AUTOMATIC DOOR OPERATOR D-68

D-65 REC-CORRIDOR RM002 - HOUSEKEEPING 1 20 A 200 192 20 A 1 DIR-VESTIBULE RM003 - UNIT HEATER UH-2 D-66

D-63
REC/DIR-TRAINING KITCHEN RM008 -
GENERAL/HANDSFREE

2 20 A 200 250 20 A 1
DIR-CORRIDOR RM002 - MECHANICAL USE JUNCTION
BOX

D-64

D-61
REC-TRAINING KITCHEN RM008 - ICE & WATER
DISPENSER

1 20 A 1020 1000 20 A 1 DIR-TRAINING KITCHEN RM008 - DISHWASHER D-62

D-59
REC-TRAINING KITCHEN RM008 - SMALL
APPLIANCE

1 20 A 500 1000 20 A 1 REC-TRAINING KITCHEN RM008 - MICROWAVE D-60

D-57
REC-TRAINING KITCHEN RM008 - SMALL
APPLIANCE

1 20 A 500 500 20 A 1 REC-TRAINING KITCHEN RM008 - SMALL APPLIANCE D-58

0 700 15 A 1 DIR-TRAINING KITCHEN RM008 - EXHAUST FAN D-56

D-53,55

REC-TRAINING KITCHEN RM008 - STOVE 1 50 A

6656 0

D-51
REC-TRAINING KITCHEN RM008 -
REFRIGERATOR

1 20 A 1100 6656

50 A 1 REC-TRAINING KITCHEN RM008 - STOVE

D-52,54

D-49 DIR-OUTSIDE - GENERAL 1 20 A 200 0 20 A 1 DIR-TRAINING KITCHEN RM008 - ROLL-UP DOOR D-50

D-47 DIR-MEETING RM007 - BI-FOLDING PARTITION 1 20 A 0 200 20 A 1 DIR-OUTSIDE - GENERAL D-48

D-45 DIR-MEETING RM007 - BLACKOUT BLINDS 1 15 A 0 0 15 A 1 DIR-MEETING RM007 - BLACKOUT BLINDS D-46

D-43 DIR-MEETING RM007 - BLACKOUT BLINDS 1 15 A 0 0 15 A 1 DIR-MEETING RM007 - BLACKOUT BLINDS D-44

D-41
REC-MEETING RM007 - TELECONFERENCE
UNIT

1 20 A 200 600 20 A 3 REC-MEETING & STORAGE RM007 & 009 - GENERAL D-42

D-39 DIR-MEETING RM007 - BLACKOUT BLINDS 1 15 A 0 0 15 A 1 DIR-MEETING RM007 - BLACKOUT BLINDS D-40

D-37 DIR-MEETING RM007 - BLACKOUT BLINDS 1 15 A 0 0 15 A 1 DIR-MEETING RM007 - BLACKOUT BLINDS D-38

D-35 REC-MEETING RM007 - WATER COOLER 1 20 A 500 400 20 A 2 REC-MEETING RM007 - GENERAL D-36

D-33
DIR-MEETING RM007 - MECHANICAL USE
JUNCTION BOX

1 20 A 250 200 20 A 1 REC-MEETING RM007 - TELECONFERENCE UNIT D-34

D-31 REC-MEETING RM006 - TELEVISION 1 20 A 500 200 20 A 1 REC-MEETING RM006 - TELECONFERENCE UNIT D-32

D-29 REC-MEETING RM006 - GENERAL 2 20 A 400 1000 20 A 4 REC-MEETING RM006 - FLOOR BOXES D-30

D-27 REC-MEETING RM006 - WORK STATION 1 20 A 200 600 20 A 3 REC-MEETING RM006 - GENERAL D-28

D-25 REC-MEETING RM006 - REFRIGERATOR 1 20 A 500 500 20 A 1 REC-MEETING RM006 - SMALL APPLIANCE D-26

D-23 DIR-MEETING RM006 - BLACKOUT BLINDS 1 15 A 0 0 15 A 1 DIR-MEETING RM006 - BLACKOUT BLINDS D-24

D-21 REC-RESOURCE CENTRE RM005 - TELEVISION 1 20 A 200 0 20 A 2
DIR-RESOURCE CENTRE & MEETING RM005 & 006 -
HANDSFREE

D-22

D-19
REC-RESOURCE CENTRE RM005 -
REFRIGERATOR

1 20 A 500 500 20 A 1 REC-RESOURCE CENTRE RM005 - COFFEE MAKER D-20

D-17
REC-WAITING AREA RM103-B & 004 -
TELEVISION

2 20 A 400 1020 20 A 1 REC-RESOURCE CENTRE RM005 - ICE DISPENSER D-18

D-15 REC-CORRIDOR RM002 - HOUSEKEEPING 3 20 A 600 400 20 A 2 REC-WAITING AREA RM103-B & 004 - GENERAL D-16

D-13
DIR-VESTIBULE RM001 - AUTOMATIC DOOR
OPERATOR

2 20 A 1000 1000 20 A 2 DIR-VESTIBULE RM001 - AUTOMATIC DOOR OPERATOR D-14

D-11 DIR-OUTSIDE - GENERAL 1 20 A 200 384 15 A 2 DIR-VESTIBULE RM001 - UNIT HEATER UH-2 D-12

D-9 Spare -- 20 A 0 0 20 A -- Spare D-10

D-7 Spare -- 20 A 0 0 20 A -- Spare D-8

D-5 LTG-MEETING RM006, 007A & 007B - GENERAL 23 20 A 314 308 20 A 17 LTG-KITCHEN & STORAGE RM008 & 009 - GENERAL D-6

D-3
LTG-VESTIBULE & COORIDOR RM001, 002 &
003 - GENERAL

14 20 A 172 683 20 A 49
LTG-COORRIDOR & WAITING RM 002, 004, 005 & 103-B -
GENERAL

D-4

D-1 DIR-EXIT SIGNS (LOCK ON BREAKER) 6 20 A 15 100 20 A 1
REC-MULTI-PURPOSE STORAGE RM009 - BATTERY UNIT
B-4 (LOCK ON BREAKER)

D-2

Circuit Load Description # Brea... A B C A B C Brea... # Load Description Circuit

Mounting: FLUSH Mains: 225 A

Location: CORRIDOR 002 Voltage and System: 120/208V,3ø,4W Supply From:

RP-D

OD-41 Space -- -- 0 0 -- -- Space OD-42

OD-39 Space -- -- 0 0 -- -- Space OD-40

OD-37 Space -- -- 0 0 -- -- Space OD-38

OD-35 Space -- -- 0 0 -- -- Space OD-36

OD-33 Space -- -- 0 0 -- -- Space OD-34

OD-31 Space -- -- 0 0 -- -- Space OD-32

OD-29 Space -- -- 0 0 -- -- Space OD-30

OD-27 Space -- -- 0 0 -- -- Space OD-28

OD-25 Space -- -- 0 0 -- -- Space OD-26

OD-23 Spare -- 20 A 0 0 20 A -- Spare OD-24

OD-21 Spare -- 20 A 0 0 20 A -- Spare OD-22

OD-19 Spare -- 20 A 0 0 20 A -- Spare OD-20

OD-17 Spare -- 20 A 0 0 20 A -- Spare OD-18

OD-15 Spare -- 20 A 0 0 20 A -- Spare OD-16

OD-13 DIR-EXTERIOR - PARKING GATE 1 20 A 1200 1200 20 A 1 DIR-EXTERIOR - PARKING GATE OD-14

OD-11 Spare -- 20 A 0 0 20 A -- Spare OD-12

OD-9 Spare -- 20 A 0 0 20 A -- Spare OD-10

OD-7 Spare -- 20 A 0 0 20 A -- Spare OD-8

OD-5 Spare -- 20 A 0 0 20 A -- Spare OD-6

OD-3 Spare -- 20 A 0 0 20 A -- Spare OD-4

OD-1 LTG-EXTERIOR - WALL LIGHTS 8 20 A 0 133 20 A 19 LTG-EXTERIOR - CANOPY LIGHTS OD-2

Circuit Load Description # Brea... A B C A B C Brea... # Load Description Circuit

Mounting: SURFACE Mains: 225 A

Location: ELEC./... Voltage and System: 120/208V,3ø,4W Supply From:

RP-OD

M-41 Space -- -- 0 0 -- -- Space M-42

M-39 Space -- -- 0 0 -- -- Space M-40

M-37 Space -- -- 0 0 -- -- Space M-38

M-35 Space -- -- 0 0 -- -- Space M-36

M-33 Space -- -- 0 0 -- -- Space M-34

M-31 Space -- -- 0 0 -- -- Space M-32

M-29 Spare -- 20 A 0 0 15 A -- Spare M-30

M-27 Spare -- 20 A 0 0 15 A -- Spare M-28

M-25 Spare -- 20 A 0 0 15 A -- Spare M-26

M-23 Spare -- 20 A 0 0 15 A -- Spare M-24

M-21 REC-MECHANICAL RM168 - BAS WORKSTATION 2 20 A 400 0 15 A -- Spare M-22

1692 540 20 A 1 DIR-MECHANICAL RM168 - HUMDIFIER HUM-1 M-20

1692 528 15 A 1 DIR-ROOF - EXHAUST FAN EF-1 M-18

M-15,17,19

DIR-ROOF - CONDENSING UNIT CU-1 1 20 A

1692 200 20 A 1 REC-ROOF - MAINTENANCE RECEPTACLE M-16

M-13 REC-ROOF - MAINTENANCE RECEPTACLE 1 20 A 200 528 15 A 1 DIR-ROOF - EXHAUST FAN EF-4 M-14

M-11 REC-ROOF - MAINTENANCE RECEPTACLE 1 20 A 200 200 20 A 1 REC-ROOF - MAINTENANCE RECEPTACLE M-12

M-9 REC-MECHANICAL RM168 - GENERAL 2 20 A 400 200 20 A 1 REC-ROOF - MAINTENANCE RECEPTACLE M-10

M-7
DIR-MECHANICAL RM168 - RE-CIRCULATING
PUMP RP-1

1 15 A 528 600 20 A 3 REC-MECHANICAL RM168 - GENERAL M-8

120 1200 15 A 1 DIR-MECHANICAL RM168 - BOILER B-1 M-6

120 1200 15 A 1 DIR-MECHANICAL RM168 - BOILER B-1 M-4

M-1,3,5

DIR-SERVER RM167 - AIR CONDITIIONING UNIT
AC-1

1 15 A

120 1200 20 A 2
DIR-MECHANICAL RM168 - WATER HEATERS WH-1 &
WH-2

M-2

Circuit Load Description # Brea... A B C A B C Brea... # Load Description Circuit

Mounting: SURFACE Mains: 225 A

Location: ELEC./ TELE/ MECHANICA... Voltage and System: 120/208V,3ø,4W Supply From:
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